
 
 

Delft University of Technology

Assessing the transition effects in a drinking water distribution system caused by
changing supply water quality
an indirect approach by characterizing suspended solids
Chen, Lihua; Ling, Fangqiong; Bakker, Geo; Liu, Wen Tso; Medema, Gertjan; van der Meer, Walter; Liu,
Gang
DOI
10.1016/j.watres.2019.115159
Publication date
2020
Document Version
Final published version
Published in
Water Research

Citation (APA)
Chen, L., Ling, F., Bakker, G., Liu, W. T., Medema, G., van der Meer, W., & Liu, G. (2020). Assessing the
transition effects in a drinking water distribution system caused by changing supply water quality: an indirect
approach by characterizing suspended solids. Water Research, 168, [115159].
https://doi.org/10.1016/j.watres.2019.115159
Important note
To cite this publication, please use the final published version (if applicable).
Please check the document version above.

Copyright
Other than for strictly personal use, it is not permitted to download, forward or distribute the text or part of it, without the consent
of the author(s) and/or copyright holder(s), unless the work is under an open content license such as Creative Commons.

Takedown policy
Please contact us and provide details if you believe this document breaches copyrights.
We will remove access to the work immediately and investigate your claim.

This work is downloaded from Delft University of Technology.
For technical reasons the number of authors shown on this cover page is limited to a maximum of 10.

https://doi.org/10.1016/j.watres.2019.115159
https://doi.org/10.1016/j.watres.2019.115159


lable at ScienceDirect

Water Research 168 (2020) 115159
Contents lists avai
Water Research

journal homepage: www.elsevier .com/locate/watres
Assessing the transition effects in a drinking water distribution system
caused by changing supply water quality: an indirect approach by
characterizing suspended solids

Lihua Chen a, b, Fangqiong Ling c, Geo Bakker d, Wen-Tso Liu e, Gertjan Medema a, f,
Walter van der Meer g, h, Gang Liu a, b, *

a Key Laboratory of Drinking Water Science and Technology, Research Centre for Eco-Environmental Sciences, Chinese Academy of Sciences, Beijing, 100085,
PR China
b Sanitary Engineering, Department of Water Management, Faculty of Civil Engineering and Geosciences, Delft University of Technology, P.O. Box 5048,
2600, GA, Delft, the Netherlands
c Department of Energy, Environmental and Chemical Engineering, School of Engineering and Applied Science, Washington University in St. Louis, St. Louis,
Missouri, 63130, USA
d Vitens N.V., P.O. Box 1205, 8001, BE, Zwolle, the Netherlands
e Department of Civil and Environmental Engineering, University of Illinois Urbana-Champaign, 205 N. Mathews Ave., Urbana, IL, 61801, USA
f KWR Watercycle Research Institute, P.O. Box 1072, 3430, BB, Nieuwegein, the Netherlands
g Oasen Water Company, PO BOX 122, 2800, AC, Gouda, the Netherlands
h Science and Technology, University of Twente, P.O. Box 217, 7500, AE, Enschede, the Netherlands
a r t i c l e i n f o

Article history:
Received 25 March 2019
Received in revised form
3 October 2019
Accepted 4 October 2019
Available online 7 October 2019

Keywords:
Upgrading treatments
Drinking water distribution system
Transition effects
Suspended solids
Water quality deterioration risks
* Corresponding author. Key Laboratory of Drinki
nology, Research Centre for Eco-Environmental Scien
ences, Beijing, 100085, PR China.

E-mail addresses: gliu@rcees.ac.cn, g.liu-1@tudelft

https://doi.org/10.1016/j.watres.2019.115159
0043-1354/© 2019 The Authors. Published by Elsevie
a b s t r a c t

Worldwide, it is common that the drinking water distribution systems (DWDSs) may be subjected to
changes of supply water quality due to the needs of upgrading the treatment processes or switching the
source water. However, the potential impacts of quality changed supply water on the stabilized ecological
niches within DWDSs and the associated water quality deterioration risks were poorly documented. In
the present study, such transition effects caused by changing the supply water quality that resulted from
destabilization of biofilm and loose deposits in DWDS were investigated by analyzing the physiochemical
and microbiological characteristics of suspended particles before (T0), during (T3-weeks) and after
upgrading the treatments (T6-months) in an unchlorinated DWDS in the Netherlands. Our results
demonstrated that after 6 months’ time the upgraded treatments significantly improved the water
quality. Remarkably, water quality deterioration was observed at the initial stage when the quality-
improved treated water distributed into the network at T3-weeks, observed as a spike of total sus-
pended solids (TSS, 50e260%), active biomass (ATP, 95e230%) and inorganic elements (e.g. Mn, 130
e250%). Furthermore, pyrosequencing results revealed sharp differences in microbial community
composition and structure for the bacteria associated with suspended particles between T0 and T3-weeks,
which re-stabilized after 6 months at T6-months. The successful capture of transition effects was especially
confirmed by the domination of Nitrospira spp. and Polaromonas spp. in the distribution system at T3-

weeks, which were detected at rather low relative abundance at treatment plant. Though the transi-
tional effects were captured, this study shows that the introduction of softening and additional filtration
did not have an effect on the water quality for the consumer which improved considerably after 6-
months’ period. The methodology of monitoring suspended particles with MuPFiSs and additional
analysis is capable of detecting transitional effects by monitoring the dynamics of suspended particles
and its physiochemical and microbiological composition.

© 2019 The Authors. Published by Elsevier Ltd. This is an open access article under the CC BY license
(http://creativecommons.org/licenses/by/4.0/).
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1. Introduction

Drinking water treatments remove contaminants present in
source water to make water potable. In both developing and
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industrialized nations, a growing number of contaminants are
entering water supplies from human activity: from pathogen/virus,
heavy metals to micropollutants (Shannon et al., 2008; Ternes et al.,
2015). Consequently, public health, environmental concerns and
growing constraint to optimize the esthetical and comfort quality
for the consumers (e.g. drinking water without chlorine taste and
low in hardness) drive efforts to further treat waters previously
considered clean, which has greatly promoted the development of
water treatment science and technology over past decades
(Shannon et al., 2008). In practice, the developments have been
focusing on the upgrades of treatments and improvements of
supply water quality regarding physiochemical and microbiological
parameters, e.g. the concentrations of elements composition, nu-
trients concentration, cell number and microbial community (Liu
et al., 2019; Xing et al., 2018b). However, the quality-changed
drinking water still has to be delivered to customers’ taps
through the old distribution systems in which biofilm and loose
deposits have been established for decades (Liu et al., 2013b).

In drinking water distribution systems (DWDSs), over 98% of the
total biomass was found to be contributed by the bacteria accu-
mulated within loose deposits and biofilm (Liu et al., 2014). In
particular, the biofilm in DWDSs has been widely documented
because of its potential health risks (Batt�e et al., 2003, Chaves
Sim~oes and Sim~oes, 2013; Flemming et al., 2002, Van Der Wende
et al., 1989; Wingender and Flemming, 2011). As reported, biofilm
can be as much as 108 CFU cm�2 (Batt�e et al., 2003), 107 cells cm�2

(Lehtola et al., 2006) or 103 pg ATP cm�2 (Lehtola et al., 2006)
depending on the measuring methods. The presence of biofilm
promoted the deposition of elements such as manganese (Mn) and
calcium (Ca) in a distribution system (Liu et al., 2017a; Sly et al.,
1990). Similarly, loose deposits, reported to be reservoirs for inor-
ganic elements, organic nutrients and bacteria (Gauthier et al.,
1999; Lehtola et al., 2004; Liu et al., 2017a; Zacheus et al., 2001),
can be as much as 24.5 g m�1 in a full-scale distribution system
(Carri�ere et al., 2005) and harbor comparable biomass
(671e3738 ng m�1 ATP) to biofilm (534 ± 23 ng m�1 ATP) (Liu et al.,
2014).

Under the regular water supply conditions, there is an equilib-
rium between the water and the solid phases in the network (e.g.
loose deposits and biofilm). It is a common sense that water quality
may deteriorate during distribution; the extreme cases have been
observed and reported as dirty water (Sly et al., 1990) and discol-
oration (Vreeburg and Boxall, 2007; Xing et al., 2018a). For distri-
bution of quality-changed water through old pipes, the equilibrium
will be disturbed, and material harbored by distribution pipes (e.g.
pipe scales, biofilm and loose deposits) will be destabilized and
released into water column which can be potentially harmful
(Feazel et al., 2009; Li et al., 2010; Liu et al., 2017b; Torvinen et al.,
2004). As previously defined, such destabilization may be caused
by physiochemical and microbiological water quality changes that
break the established forces balance in pipe scales, biofilm and
loose deposits, such as physical destabilization (e.g. reducing the
weight of particles causing loose deposits resuspension), chemical
destabilization (e.g. changes of pH, redox and ion composition can
remobilize contaminants bound by pipe scales on metal pipes via
desorption and/or dissolution), and microbiological destabilization
(e.g. changes of nutrients concentration and composition can in-
fluence the microbial community and function in biofilm) (Liu et al.,
2017b). It has been quantified that the release of 20% of either
biofilm or loose deposits will cause significant changes in the bulk
water bacterial community (Liu et al., 2017a). In practice, one
example is the occurrence of red water in large areas of Beijing in
2008 when the city switched to better source water transported
1400 km from southern China, where increased sulfate in supply-
water caused microbial community composition changes revealed
by increase in sulfur oxidizing bacteria, sulfate reducing bacteria
and iron oxidizing bacteria and red water events associated with
high iron concentrations (Li et al., 2010). Recently, in the Flint
drinking water crisis in Michigan, U.S., elevated blood lead levels
were detected in children after water source changes (Hanna-
Attisha et al., 2016), which has been attributed to the missing of
orthophosphate corrosion inhibitor and lead leaching from the
aging pipes into water column.

However, until now, our understanding of the water quality
deterioration risk associated with biofilm and loose deposits
destabilization in distribution systems during switching supply
water quality is limited. This has been mainly attributed to the lack
of accessibility of real distribution systems for study (Berry et al.,
2006) and the dilution effects of large volumes of water that keep
flowing through the system increasing the difficulty of detection
(Liu et al., 2017b). The suspended particles, especially the associ-
ated bacteria, have been used to study the effects of mixing water
on bacterial community (Liu et al., 2016) and used as SourceTracker
to study the contribution of biofilm detachment and loose deposits
resuspension to the tap water bacteria (Liu et al., 2018). To over-
come the above-mentioned difficulties, monitoring the variations
of suspended solids characteristics can be used as an indirect
approach without deconstructing distribution pipes or interrupting
water supply services, while still being able to detect the changes
with serious implications for health risks and esthetical water
quality. This study followed the upgrade of treatments in an un-
chlorinated drinking water supply system in the Netherlands,
monitored the suspended solids in treated and distributed water
before (T0), during (T3-weeks) and after the treatment upgrade (T6-

months). The objective was to capture and study the potential
release of elements and biomass caused by biofilm and loose de-
posits destabilization subjected to the changes in the supply water
quality caused by the introduction of new softening and rapid sand
filtration steps (for example: decrease of hardness and suspended
particle load) through monitoring and characterizing suspended
particles in the drinking water leaves treatment plant and distrib-
uted water at the customers’ taps.

2. Material and methods

2.1. Treatment plant and sampling locations

The drinking water treatment plant produces drinking water
from anoxic groundwater (3,8 Mm3/year). Before introducing new
treatment steps (softening, second rapid sand filtration and adding
carbon dioxide), the water was treated by aeration and rapid sand
filtration before being pumped into the distribution system. The
sampling locations were selected at the treatment plant before the
water entered the distribution system (TP, 0 km): locations at
customers’ taps at DS1 (5 km to TP), DS2 (11 km to TP), and DS3
(17 km to TP). The distribution networks in the study area is
110 mm PVC-U pipes (water main pipe). The treatment processes
and sampling locations are illustrated in Fig. S1. The produced
water quality before and after treatment changes is given in Table 1.

2.2. Sampling of suspended solids

The suspended solids (SS) were sampled by multiple particle
filtration systems (MuPFiSs) as previously described (Liu et al.,
2013a). In short, the system has four filtration lines in parallel
with water meters in each line to measure the volume of water flow
filtrated. The SS were sampled by filtering approximately 200 L of
water through glass fiber filters (Whatman, 1822-047, 1.2 mm) over
a period of 3 h under tap pressure (~2.0 bar). The filter pore size was
selected according to our previous study (Liu et al., 2013a). Before



Table 1
Water quality before and after changing the treatments.

Parameters Before treatment changes (Finished water, n … 6) After treatment changes

3 weeks (n … 6) 6 months (n … 6)

Turbidity (NTU) 0.20 ± 0.09 0.15 ± 0.06 0.10 ± 0.03
PH 7.41 ± 0.03 7.53 ± 0.04 7.65 ± 0.02
ATP (ng l�1) 4.0 ± 0.9 3.6 ± 0.4 3.2 ± 0.2
TCC (cells ml�1) 1.6 � 105 ± 1.5 � 104 1.5 � 105 ± 3.5 � 103 1.2 � 105 ± 4.1 � 103

TOC (mg l�1) 1.7 ± 0.3 1.7 ± 0.2 1.5 ± 0.1
Ca (mg l�1) 84.1 ± 2.8 78.4 ± 0.8 55.2 ± 0.3
Mg (mg l�1) 10.4 ± 1.5 10.8 ± 0.7 10.1 ± 0.4
NH4

þ (mg l�1) 0.04 ± 0.02 <0.01 <0.01
Fe (mg l�1) 0.012 ± 0.004 <0.002 <0.002
Mn (mg l�1) 0.014 ± 0.007 <0.005 <0.005
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each sampling, the water tap was flushed until a constant tem-
perature at the tap to make sure the water from distribution system
was taken (~5 min s for a typical Dutch household).

The sampling of suspended solids was conducted over three
time periods: before (1 month, T0, in March), during (at the 1st, 2nd
and 3rd week immediately after the introduction of new treatment
steps, T3-weeks, in April), and stabilized after treatment upgrades (6
months, T6-months, in October). Comply with the stable climate
temperature in the three different sampling periods at the study
area in the Netherlands, the temperature in the distribution system
were also comparable (~11e15 �C). Therefore, the samples from
both the source ground water and the distribution sites were not
subjected to the potential influences of temperature fluctuations
from seasons.

For each period, triplicate samples were obtained by running
MuPFiSs on the same day of the week for three consecutive weeks
at all sampling locations. For each run of MuPFiSs, four filters were
collected in parallel, three of which were sent for TSS, elements and
ATP/DNA analysis, respectively. The 4th filter was set as back up in
case of any filter broken during the sampling. For T6-months the third
time-sampling was contaminated, therefore results from duplicate
samples were presented. In total, 32 samples were collected for the
whole period of this study at each location (12 from T0, 12 from T3-

weeks, 8 from T6-month), which resulted in 128 filters from all loca-
tions (32 � 4 … 128). For each parameter of TSS, elements and ATP/
DNA sequencing, 32 filters have been analyzed. Every time, water
samples were collected together with the MuPFiS run from the
nearest tap (32 water samples along with the filter samples).
2.3. Sample preparation

Four samples can be obtained by each MuPFiS run for different
analyses. The filters for particle-associated bacteria analysis were
inverted and submerged into 5 ml of autoclaved tap water with
glass beads immediately after filtration. As described previously
(Liu et al. 2013a, 2016), all of the samples were maintained in a
cooling box and transported to the laboratory within 2 h after
sampling; the bacteria were detached from the particles by a low
energy ultrasonic treatment performed 3 times, for 2 min each
(Branson ultrasonic water bath, 43 kHz, 180 W power output, 10 L
sonication chamber). The obtained suspensions were used for
particle-associated bacteria (PAB) quantification and DNA extrac-
tion. The other filters were kept for total suspended solids (TSS) and
elemental composition analyses.
2.4. Sample analysis

2.4.1. Total and volatile suspended solids analysis (TSS and VSS)
Suspended material is collected on the filter for mass
measurement. Prior to filtration, filters were pre-dried in the oven
for 2 h at 105 �C. Gravimetric analyses were conducted by weighing
the filters before and after filtration (drying at 105 �C), providing
the TSS, and after a second filtration (combusting in a muffle
furnace at 550 �C) for 2 h, providing the VSS (American Water
Works Association 1998).

2.4.2. Inductively coupled plasma-mass spectroscopy (ICP-MS)
Concentrations of several elements in the samples, generated

using sequential extractions and filtration experiments utilizing
filters with varying sizes, were determined by inductively coupled
plasma-mass spectroscopy (ICP-MS) (PerkinElmer ELAN DRC-e ICP-
MS). The elements quantified in these measurements included iron
(Fe), calcium (Ca), and manganese (Mn). Quality control samples,
including laboratory-fortified blanks and laboratory-fortified sam-
ples, were performed for every 10 samples analyzed. Average
elemental recoveries ranged from 85.2 to 92.8% for the laboratory-
fortified samples.

2.4.3. Adenosine triphosphate (ATP)
To study the biological properties of collected suspended solids

(SS), the suspension obtained after the above-described pre-treat-
ment was analyzed according to adenosine triphosphate (ATP)
content. The ATP of SS was defined as attached ATP (A-ATP) and
measured as previously described (Liu et al., 2013a). In short, the
released ATP from cells by nucleotide-releasing buffer (NRB, Celsis)
was measured by the intensity of the emitted light in a lumin-
ometer (Celsis Advance™) calibrated with solutions of free ATP
(Celsis) in autoclaved tap water following the procedure as given by
the manufacturer.

2.4.4. DNA extraction and 454 pyrosequencing
DNA was extracted from the suspension using the FastDNA Spin

Kit for Soil (Q-Biogene/MP Biomedicals, Solon, OH, USA) according
to the manufacturer’s instructions (Hwang et al., 2011; Tamaki
et al., 2011) and was amplified with the bacterium-specific for-
ward primer 27 F and the reverse primer 534R (Hong et al., 2010).
DNA extraction were formed on unused filters to be used as blank,
none of which contained sufficient DNA performing downstream
sequencing analysis. The 454 pyrosequencing was performed with
a 454 Life Sciences GS FLX series genome sequencer (Roche,
Switzerland). The obtained DNA sequences were deposited in the
DDBJ sequence read archive (Accession Number: PRJNA498802).

2.4.5. Sequencing data processing
The sequences generated from pyrosequencing were processed

by removing low quality sequence ends (threshold: Q … 20),
primers, and singleton. UCHIME software was used to identify and
remove chimeras (Edgar et al., 2011). Afterwards, the sequences



Fig. 1. Particle load before (T0, black), during (T3-weeks, red) and after (T6-months, blue)
upgrading the treatments measured by total suspended solids (TSS), volatile sus-
pended solids (VSS) from treatment plant (TP) to distribution system (DS1, DS2 and
DS3). (For interpretation of the references to color in this figure legend, the reader is
referred to the Web version of this article.)
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were trimmed, resulting in an average sequence length of 230 bp.
The merged alignments of the sequences were obtained via the
infernal aligner from the Ribosomal Database Project (RDP) pyro-
sequencing pipeline (http://pyro.cme.msu.edu/) and the NAST
alignment tool from Greengenes, based on the software developed
by the Biotechnology Center at the University of Illinois (UI) (http://
acai.igb.uiuc.edu/bio/merge-nast-infernal.html). The RDP Classifier
was used for the taxonomical assignments of the aligned 454
pyrosequences at the 97% sequence similarity cut-off. The total PAB
communities from the different sampling points were analyzed for
the number of operational taxonomic units (OTUs), species rich-
ness, and biodiversity using the Quantitative Insights INTO Micro-
bial Ecology (QIIME) program (Caporaso et al., 2010).

Core OTUs were defined as the OTUs with a cutoff of relative
abundance (>1%) in each sampling period. The core genus is
defined corresponded to taxonomy information of the core OTUs.
Alpha-diversity indices were calculated based on the rarefied OTU
table at a depth of 5000 sequences per sample (rarefaction anal-
ysis). Beta diversity comparison was calculated at sequence depth
of 1046, which could cover all the sequenced samples. The un-
weighted and weighted UniFrac distance matrices were con-
structed from the phylogenetic tree and used to conduct the
principal coordinate analyses (PCoA) using R vegan package (Noyce
et al., 2016). Venn diagrams were drawn using R VennDiagram
package to analyze overlapped and unique OTUs among different
sampling locations at each sampling period (Chen and Boutros,
2011). Heatmap was implemented by R heatmap packages (Kolde,
2013).

2.4.6. Statistically analysis
Different statistical tools were applied using Past and R (vegan

package), including: (1) one-way analysis of variance (ANOVA) tests
to determine the significance of differences on physicochemical
and microbiological parameters; (2) one-way permutational anal-
ysis of variance (PERMANOVA) based on Bray-Curtis similarity
matrices to test the significance of differences regarding the beta
diversity of bacterial communities (Anderson and Walsh, 2013).
The differences were considered significant when the p-value was
lower than 0.05 (P < 0.05).

3. Results

3.1. Water quality improvements

Generally, the water quality clearly improved after upgrading
the treatments (Table 1): turbidity removal improved by more than
50% (P < 0.05), meanwhile 15%, 35% (P < 0.05), and 7% more TOC, Ca
and Mg were further removed, respectively. The NH4

þ, Fe and Mn
that were detected before were under the detection limit after
upgraded treatments (P < 0.05). About 20% extra active biomass
reduction (P < 0.05), as quantified by both ATP and TCC, was ach-
ieved by the introduction of additional treatments. A stable pH was
maintained by CO2 dosing. Thus, the most noticeable water quality
improvement is the Ca concentration reduction.

3.2. Suspended particles

In this drinking water supply system, up to 40 mg l�1 TSS was
detected (Fig. 1). The value of TSS at the treatment plant decreased
slightly after introducing the additional treatments (T3-weeks, by
11%, P > 0.05). Another significant decrease was further achieved
when the additional treatments were applied for 6 months (T6-

months, by 91%, P < 0.05). During the distribution of water under
the regular conditions at T0, the TSS decreased along the distribu-
tion network from treatment plant (~40 mg l�1) to DS3 (~10 mg l�1).
After introducing additional treatments, although TSS reduction
was achieved after 6 months at the three locations in the distribu-
tion system (at T6-months, by 3e13% comparing to T0, P < 0.05). At T3-

weeks, the TSS levels were comparable between treatment plants
and distribution sites, while at T6-months the TSS levels increased
slightly from treatment plant to distribution sites (not significant,
P > 0.05). A remarkable initial increase was observed during the
switching of the supply water quality (at T3-weeks, by 50e260%
comparing to T0, P < 0.05). Based on the change of TSS at the same
locations in time one could see an increase at T3-weeks compared to
T0 which might indicate remobilization of TSS from the network
due to destabilization processes. Looking into the fractions of TSS
(FSS and VSS, Fig. 1), it is observed that the VSS at T0 and T3-weeks

was higher than the concentration of VSS at T6-months at the treat-
ment plant. Meanwhile, in distribution system the VSS fraction at
T3-weeks is higher than at T0 and T6-months indicating the biological
nature of destabilization and remobilization of suspended solids
during the transitional period.

Consistent with the observations on TSS changes, the elemental
analysis showed the same decrease along distribution system un-
der regular distribution conditions at T0 (sum of Fe, Mn and Ca,
showed as concentrations for each element in Fig. 2). The elemental
composition results revealed that the decreased TSS may relate to
the decrease of Fe from treatment plant to DS3, where Ca and Mn
remained the similar concentrations. During the introduction of
additional treatments (T3-weeks), there was no significant changes
regarding the concentrations of Fe, Ca, and Mn at treatment plant,
where all concentrations decreased significantly at T6-months
(P < 0.05). In the distribution system, clear improvements were
observed as decrease of Fe, Mn and Ca concentrations at all dis-
tribution sites at T6-months after 6 months operation of introduced
treatments. Similar as observed at T0, at T6-months concentrations of
Fe decreased while the concentrations of Mn and Ca remained
similar from treatment plant to locations in distribution system. In
the distribution system, at T3-weeks Mn increased by 130e250%
when Fe and Ca remained stable. Especially at DS1, the Mn con-
centration was more than 3 times higher than at treatment plant
but decreased to the similar concentrations as treatment plant at
DS2 and DS3, which were still much higher than Mn concentration
at the same location at T0 and T6-months.

http://pyro.cme.msu.edu/
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Fig. 2. Elemental composition of suspended solids from treatment plant (TP) to locations in distribution system (DS1, DS2 and DS3) before (T0, black), during (T3-weeks, red) and after
(T6-months, blue) upgrading the treatments. (For interpretation of the references to color in this figure legend, the reader is referred to the Web version of this article.)
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3.3. Quanti�cation of suspended particle-associated bacteria (A-
ATP)

The active biomass associated with suspended solids were
measured by ATP and represented as attached ATP (A-ATP) per
mass of suspended solids (ng mg�1) (Fig. 3). The A-ATP concen-
tration increased during distribution at the three time slots. How-
ever, at T3-weeks (shortly after treatment adaption) the initial A-ATP
increased at the treatment and subsequently the increase of A-ATP
was significantly higher compared to T0 and T6-months. Generally, A-
ATP initially increased at T3-weeks (by 95e230% compared to T0) and
then decreased at T6-months below its original values (by 25e46%
compared to T0). Regardless of the sampling period, it was observed
that the further going into the distribution system, the higher the
Fig. 3. Active biomass of suspended solids measured by ATP from treatment plant (TP)
to locations in distribution system (DS1, DS2 and DS3) before (T0, black), during (T3-

weeks, red) and after (T6-months, blue) upgrading the treatments. (For interpretation of
the references to color in this figure legend, the reader is referred to the Web version of
this article.)
A-ATP of the suspended solids. At the treatment plant, the changes
of A-ATP in time (T0, T3-weeks and T6-months) were different from
observations on TSS that the A-ATP already showed an increase at
T3-weeks when TSS slightly decreased (not significant). While, the
changes of A-ATP at the distribution sites were consistent with that
of TSS. In space, the constant and significant increases of A-ATP
from treatment plant to distribution sites were also different from
the changes of TSS, which was especially true for the observations
at T0.
3.4. Communities of bacteria associated with suspended particles

In total, 148,922 16S rRNA pyrosequences were obtained and
further assigned as 4918 OTUs based on a similarity cutoff of 97%.
The rarefaction curve reached a plateau after 5000 sequence reads
were obtained, indicating that enough sample coverage was ob-
tained for most of the samples (Fig. S2). The obtained sequences
were assigned to 20 phyla (Fig. S3). Proteobacteria was the most
abundant phylum, which accounted for 42e93% of the total OTUs
across all samples. Within Proteobacteria, Alphaproteobacteria
(4e78%), Gammaproteobacteria (4e53%) and Betaproteobacteria
(1e41%) were the most abundant classes. At the genus level, the
detected OTUs were mainly composed of Sphingomonas spp.
(0e43%), Polaromonas spp. (0e35%), Legionella spp. (0e29%),
Nitrospira spp. (0e27%), Sphingobium spp. (0e22%) and Pseudo-
monas spp. (0e21%) (Fig. 4).

At T0 before upgrading the treatments, Polaromonas spp. (35%)
and Pseudomonas spp. (21%) were the most abundant genera at the
treatment plant. The microbial community remained relatively
stable during distribution, within which Methylosinus spp. (6e10%)
was the main member. When it comes to the core OTUs (defined as
OTUs with relative abundance greater than 1%), 23 OTUs were
found across all samples. Among the core OTUs at DS1, DS2 and
DS3, 9/17, 10/17 and 9/18 OTUs were present, respectively, in the
treated water (11 core OTUs) (Fig. S4a). In the distribution system,
14/17 core OTUs were shared by all locations (DS1, DS2 and DS3).



Fig. 4. Genera that accounted for >5% relative abundance in all sites from treatment plant (TP) to locations in distribution system (DS1, DS2 and DS3) before (T0, black), during (T3-

weeks, red) and after (T6-months, blue) upgrading the treatments. Complete heatmap for all core genera (>1%) is shown in Fig. S5. (For interpretation of the references to color in this
figure legend, the reader is referred to the Web version of this article.)

Fig. 5. PCoA based on weighted UniFrac distance for samples taken from treatment
plant (TP) to locations in distribution system (DS1, DS2 and DS3) before (T0, black),
during (T3-weeks, red) and after (T6-months, blue) upgrading the treatments were
included. The microbial communities of PAB at treatment plant are indicated by open
triangles. Communities of PAB during distribution are marked by solid triangles (DS1),
squares (DS2), and circles (DS3). (For interpretation of the references to color in this
figure legend, the reader is referred to the Web version of this article.)
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In contrast, at T3-weeks during the treatment upgrading, Legion-
ella spp. (28%) was the most abundant genus at the treatment plant.
Comparing this to T0, the microbial community of suspended
particle-associated bacteria in the distribution system showed a
wider variation (Fig. 4). Nitrospira spp. (27%), Legionella spp. (29%)
and Polaromonas spp. (31%) were the dominating genera at DS1,
DS2 and DS3, respectively (Fig. 4). In total, 33 core OTUs were found
in all samples, among which 6/18, 12/16 and 5/17 core OTUs at DS1,
DS2 and DS3 were present at the treatment plant (15 core OTUs)
(Fig. S4b). However, only 7/17 core OTUs were shared by the three
locations.

At T6-months, Sphingomonas spp. (43%) and Sphingobium spp.
(22%) were dominant at the treatment plant. Compared to T3-weeks,
the bacterial communities became relatively stable after 6 months’

operation of the upgraded treatments (Figs. 4 and 5). Among the 3
locations, Sphingomonas spp. (17e23%) was the main member,
except Acinetobacter spp. (38%) accounted for the highest abun-
dance at DS3. Regarding the core OTUs, 23 core OTUs were found in
all samples,11/19, 9/13 and 6/8 core OTUs at DS1, DS2 and DS3 were
present at treatment plant (11 core OTUs), respectively (Fig. S4c).
Moreover, 6 core OTUs were shared by the three locations in the
distribution system (average 13 core OTUs).

The principal coordinates analysis (PCoA), using unweighted
and weighted UniFrac distance, showed clear differences among
the three periods of T0, T3-weeks and T6-months (PERMANOVA,
F … 9.643, P … 0.001), which fell into three clusters (Fig. 5 and
Fig. S6). The cluster of T6-months showed an undeniable distance
from the other two clusters (DT0-T3-weeks … 0.34 ± 0.06, DT0-T6-

months … 0.47 ± 0.05, DT3-weeks-T6-months … 0.47 ± 0.05). Noticeably,
the communities of bacteria associated with suspended particles at
the treatment plant at T0 were similar to that of T3-weeks (PERMA-
NOVA, F … 22.71, P > 0.100), which were significantly different from
those of T6-months (PERMANOVA, F … 18.06, P … 0.003). Moreover,
across the three locations in the distribution system, high similarity
was found for bacterial communities before treatment upgrades at
T0 (PERMANOVA, F … 2.002, P > 0.05) and 6 months after treatment
upgrades at T6-months (PERMANOVA, F … 1.671, P > 0.05), while
sharp variations were observed right after treatment upgrading at
T3-weeks (PERMANOVA, F … 8.381, P … 0.003, Figs. 4 and 5).
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4. Discussion

From a long perspective, in this case after 6 months, the
upgrading of treatments clearly improved the water quality.
However, it is important to notice the so-called transition effects
during the initial stage of switching (i.e. during the first 3 weeks),
which is defined as water quality deterioration caused by the
physiochemical and microbiological characteristic changes of the
supply water quality (Liu et al., 2017b; Wu et al., 2015). For the very
first time, this study captured the effects of changing supply water
quality on the water quality deterioration indirectly through
studying the suspended particles over three periods: T0 (before
upgrade treatments), T3-weeks (during upgrade treatments) and T6-

months (after upgrade treatments).

4.1. T0: suspended particles from treatment plant settled during
distribution

Comparing the suspended particle-associated bacteria (PAB) at
the treatment plant and distribution sites, the sharing of core
membership (up to 75%) and high similarity of the bacterial com-
munity (PCoA, Fig. 5) revealed that under regular operation at T0
the PAB present in the distribution system mainly originated from
the PAB in the treated water. This finding is consistent with our
previous studies in the Dutch unchlorinated drinking water supply
system that assessed the formation of different niches in the dis-
tribution system (Liu et al., 2014) and the origin of bacteria in
drinking water (Liu et al., 2018), illustrating that the suspended
particles in the distribution system are part of the suspended par-
ticles entering and flowing through the distribution networks.
Meanwhile, the total suspended solids (TSS) decreased from the
treatment plant along the distance in the distribution system. This
indicated that the suspended solids (SS) in the treated water
entering the distribution system partly settled in the network
because of the precipitation of metal oxides or calcium carbonates,
post-flocculation or biological growth that led to particle aggre-
gation (Gauthier et al., 1999). The elemental composition results
revealed the possible precipitation of Fe and Mn by a decrease in Fe
and Mn concentrations, while the A-ATP results revealed the
possible biological growth by an increase of ATP when going further
into the distribution system from treatment plant to DS3.

4.2. T3-weeks: changing supply water quality and transition effects

During changes to the supply water quality (T3-weeks), previously
reported discolored water events (Li et al., 2010) and public health
problems (Hanna-Attisha et al., 2016) were not found in the present
study. The transition effects caused by the changing of supply water
quality and the destabilization of established physiochemical and
microbiological equilibrium in DWDS were captured by monitoring
the pre-concentrated suspended solids. Regarding the timeline of
destabilization, it happened right after the introduction of the new
treatments (within 1st week), which lasted three weeks or longer.

4.2.1. Physicochemical deterioration
At T3-weeks, after introducing upgraded treatments, one of the

clear improvements was the decreased TSS at the treatment plant
compared to the TSS at T0. At T3-weeks, when there is slightly less TSS
entering the distribution system, it is remarkable to observe that
more TSS were collected in the distribution system compared to TSS
collected at T0, suggesting the potential contribution of suspended
particles release from the distribution system. Such release of
suspended particles may come from destabilization of biofilm,
loose deposits or pipe scales caused by changes in the water
characteristics (Liu et al., 2017b; Makris et al., 2014). The loss of
clear trend of TSS in space from treatment plant to DS3 and the
large variations of TSS values measured at each distribution site at
T3-weeks might be caused by the destabilization of uneven distrib-
uted loose deposits and biofilm in the network and the variable
local hydraulics (Douterelo et al., 2013; Liu et al., 2014).

Regarding the chemical parameters, the same trend as seen for
the TSS was observed for Mn: less particulate Mn entered the
distribution system, but a dramatic increase in particulate Mn was
observed in the distribution system at T3-weeks compared to at T0
(especially at DS1). Together, the increase of TSS and particulate Mn
in the distribution system indicates that the release of suspended
particles from the distribution system likely comes from the
resuspension of loose deposits and/or the detachment of biofilm, as
previous studies have found that loose deposits and biofilms were
hotspots for Mn accumulation (Cerrato et al., 2006; Liu et al.,
2017a).

4.2.2. Microbiological deterioration
At each location in the distribution system, the A-ATP was much

higher at T3-weeks than at T0, which is consistent with the obser-
vation on VSS (representing biological particulates, Fig. 1) and Mn,
as mentioned above. However, because the A-ATP at the treatment
plant was also increased due to the destabilization of treatments
(e.g. last step sand filtration), it is difficult to distinguish the
observed increases of A-ATP at distribution sites at T3-weeks were
caused by either higher A-ATP in the treated water or the release of
A-ATP from the distribution system. The latter should be the case
because the community of bacteria associated with suspended
particles at the treatment plant remained very similar to T0 both of
which may originate from the release of particles from the last step
sand filters, but the increased A-ATP in the distribution system has
a totally different community compared to that of T0 (PCoA clusters,
Fig. 5, P < 0.05), which contributed by the release of biomass from
loose deposits or biofilm. This can also be supported by the fact that
Leg ionella spp., which was commonly detected in drinking water
biofilms (Richards et al., 2015; Rodríguez-Martínez et al., 2015), was
most abundant in the treated water at T3-weeks. Regarding the in-
crease of A-ATP at the treatment plant, most likely it was caused by
biomass detachment from the sand filters during the application of
new treatments (Pinto et al., 2012). While, the high similarity
among bacterial communities does not mean no changes on the
bacterial community composition, because the changes of certain
member (OTUs) in the community might not be revealed by the
similarity analysis of PCoA (Legendre and Anderson, 1999).

The community of suspended particle-associated bacteria
across different locations clustered together demonstrated stable
microbial community composition and structure at T0. However, at
T3-weeks, the observation of different dominant genera and the
dissimilarity across different locations in the distribution system,
especially the dissimilarity observed for each location between T0
and T3-weeks, indicated the occurrence of pronounced disturbances
because of the distribution of quality-improved water. This is
because the microbial communities in drinking water are sensitive
to water quality changes (i.e. disinfectants, nutrients concentration
and composition), which inducing different selection pressures on
microbial population and community diversification (Gomez-
Alvarez et al., 2016). For example, in cases of water quality im-
provements (e.g. AOC reduction), the biological activity in the water
and the biofilm will decrease (Van der Kooij, 1992; Van der Wielen
and Van der Kooij, 2010; Liu et al., 2013b). As a result, the biomass
and EPS production will be reduced which will lead to a reduction
of the bio-adhesion to the attached surface and cause the release of
biofilm into bulk water (Liu et al., 2017a). Such release of biofilm
into drinking water can be problematic, since biofilm is reservoir
for pathogens in drinking water (Wingender and Flemming, 2011).
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Although the loose deposits and biofilm sampling was not
included in this study, the changes in core community members at
T3-weeks gives a possible indication for the destabilization of DWDS
microbial ecology (e.g. Legionella spp. Polaromonas spp. and Nitro-
spira spp.). Legionella spp. was commonly detected in drinking
water biofilms (Richards et al., 2015; Rodríguez-Martínez et al.,
2015), the increase in its relative abundance and A-ATP at T3-weeks
indicates the possible release of biofilm from the distribution sys-
tem into bulk water subjected to the changes in supply water
quality. Legionella spp., a member of this genus widely known to be
an opportunistic pathogen (i.e. Legionella pneumphila) (Falkinham
et al., 2015; Richards et al., 2015), however, the detection of
Legionella spp. at the genus level does not indicate bio-safety
problems, especially in the case in the Netherlands, because the
detected member may not be the pathogenic species as scanned
earlier in Dutch drinking water systems (van der Wielen and van
der Kooij, 2013).

Polaromonas spp. have been widely observed in ultra-
oligotrophic freshwater environments (Magic-Knezev et al., 2009).
At T0, Polaromonas spp. was detected in high abundance (35%) at
the treatment plant, while they decreased to below 5% in the dis-
tribution system. Our previous study of the Dutch unchlorinated
drinking water system found that Polaromonas spp. in bulk water,
in which study it is also found that Polaromonas spp. was detected
in loose deposits (sampled by flushing distribution pipes through
hydrant), but not in pipe wall biofilms in terms of core genus (Liu
et al., 2014). When it comes to T3-weeks, the relative abundance of
Polaromonas spp. lessened (2%) at the treatment plant, but was
much greater (2e31%) in the distribution system compared to T0
(especially at DS3), confirming the potential contribution/release of
loose deposits to the increase in TSS at the taps. Similarly, Nitrospira
spp., which accounted for an abundance in the distribution system
at T3-weeks (especially at DS1), was only detected in loose deposits
and suspended solids as core genus (Liu et al., 2014), indicating the
possible release of loose deposits contributing to the increase in TSS
after introducing quality-improved supply water.

4.3. T6-months: re-stabilizing of DWDS microbial ecology

At T6-months, after 6 months’ operation of the upgraded treat-
ments, the spike in TSS at T3-weeks faded away together with the
related particulate Mn, turbidity, A-ATP and the sudden changes in
the community composition and structure. Comparing the results
from T6-months to T0, clear improvements were observed with the
decrease in TSS, particulate Mn and A-ATP. The less particle load
entering distribution system will limit the accumulation of loose
deposits in distribution system, which will reduce the flushing
frequency (Jan Vreeburg et al., 2008). The achieved stable im-
provements, together with the stable bacterial community associ-
ated with particles from the treatment plant to the locations across
the distribution systems, indicated that the dependence among
treatment plant and distribution sites and the stabilization of the
drinking water distribution system has been re-established. It is
known that the destabilization and re-stabilization of microbial
ecology may take time (Allison and Martiny, 2008; Liu et al., 2017b),
but no information is available from real cases on how long it will
take. Based on the present study, it is clear that the destabilization
occurred right after introducing new treatments, lasting for more
than three weeks. While the re-stabilization was achieved after 6
months, further investigation is needed to determine whether a
shorter period for re-stabilization can be achieved.

In contrast to the trend of TSS decrease along the distances at T0,
the TSS became slightly higher while going further into the distri-
bution system. The different trends observed may be because of the
better removal of particles after introducing new treatments. When
the particles in the treated water reduced in size and number, the
dominating process during distribution was no longer particle
sedimentation but the growing of attached bacteria on the sus-
pended particles (Liu et al., 2014). This is consistent with the cor-
responding slight increase in A-ATP and a similar community of
suspended particle-associated bacteria from the treatment plant to
different sampling sites in the distribution system.

At T6-months in the re-stabilized water supply system, the top five
dominant genera became Sphingomonas spp., Pseudomonas spp.,
Sphingobium spp., Sphingopyxis spp. and Novosphingobium spp. (in
descending order), all of which are commonly found in drinking
water systems (Douterelo et al., 2017; Ling et al., 2016; Liu et al.
2014, 2016). The different core genera can be explained by the
new treatments and different operations of the treatment steps
(filters) (Pinto et al., 2012), which further indicate the possibility of
managing drinking water microbes through engineering ap-
proaches (Liu et al., 2018; Pinto et al., 2012; Wang et al., 2013).

4.4. Capture and investigate transition effects through studying
suspended solids

Based on this study, the transitional effects can be generally
summarized as: 1) de-stabilization: observed as a spike in the TSS
after switching to upgraded treatments, which might associate
with the release from biofilm and/or loose deposits in a distribution
system; 2) re-stabilization: observed as improvements after oper-
ating the upgraded treatments for a period of six months. Special
attention should be given to the de-stabilization and release of
loose deposits and biofilm into bulk water because both niches are
hotspots for heavy metals and (opportunistic) pathogens (Torvinen
et al., 2004; Wang et al., 2012). The analysis on (opportunistic)
pathogens was not included in this study, it is highly recommended
to be investigated in future studies.

Worldwide, changing supply water quality may cause transi-
tional effects which could lead to serious water quality problems:
from an esthetic quality perspective (e.g. discoloration) to biolog-
ical and chemical safety issues (e.g. Pb and Legionnaires’ disease)
(Liu et al., 2017b; Zahran et al., 2018). Such transitional effects
deserve more attention. Yet, there is no methodology illustrating
how the transition effects can be captured and investigated. The
present study demonstrated an indirect approach by studying the
physiochemical and microbiological characteristics of suspended
solids over the different periods (T0, T3-weeks and T6-months) from
treatment plant to distribution sites in a full scale drinking water
supply system, which successfully overcame the challenges of field
distribution network accessibility (non-destructive) and dilution
effects (concentrated) (Liu et al., 2017b).

From a broader perspective, this methodology can be adapted
and applied for transitional effects evaluation in other drinking
water supply systems subjected to changes of either source water
or treatment processes. By characterizing suspended particles in
time (T0, T3-weeks, T6-months) and space (from treatment plant to
distribution sites), the following critical questions that correlated
with important drinking water quality issues for customers can be
answered:

(1) Whether transitional effects occur? Have the distribution
system loose deposits and biofilm destabilized and released
into bulk water, and how much?

These questions can be answered by comparing the load of
suspended particles (TSS).

(2) What has been released into bulk water? Will the release
lead to serious water quality problems/risks (e.g. Pb,
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opportunistic pathogens)? Are there any suggestions should
be given to water utility managers and/or customers?

These questions can be answered by analyzing the changes on
physiochemical and microbiological composition regarding the
suspended particles.

(3) Where the released TSS may originate from? How should the
problem be managed?

Finding the origin of released TSS will be very important for the
utility to find proper managing strategy to prevent unwanted water
quality problems at customers’ taps. The source of released TSS can
be tracked using the bacterial community fingerprint by Source-
Tracker method. We have demonstrated the application of Sour-
ceTracker method to assess the origin of bacteria in distribution
system and tap water in our early work (Liu et al., 2018).

For future applications, it is recommended that when the dis-
tribution system is accessible, studying the suspended solids
generated by de-stabilization together with the sampling of loose
deposits and biofilm from the target distribution network. By such
complete study, the spiked TSS can be source tracked to its origin,
based on which the corresponding strategy can be selected, such as
flushing the distribution system if the TSS originated from loose
deposits, or ice pigging if the TSS originated from pipe wall biofilm.
Another recommendation is that the suspended solids should be
monitored and sampled online (online filtration every 1 h, or
2e3 h), because both the quantity and characteristics of suspended
solids in the distribution system are highly dependent on the hy-
draulic conditions (Fish et al., 2017; Matsui et al., 2007; Sekar et al.,
2012). It has been reported that the diurnal hydraulic changes had
significant effects on the bulk water bacterial community (Bautista-
de Los Santos et al., 2016). Besides, the obtained online results will
be able to offer high resolution background to distinguish the
irregular de-stabilization from regular hydraulic disturbances.
Considering the non-periodic release of biofilm and loose deposits,
the online system will increase the success rate and avoid the
possibility of missing the release events comparing to take sus-
pended solids samples offline.

5. Conclusions

Through characterizing the suspended particles before, during
and after introducing additional treatment steps, we have indi-
rectly investigated the transitional effects at three locations in field
distribution network. The following conclusions were drawn from
this study. Despite the difficulties for conducting field studies, it is
encouraged to have more sampling locations for a global under-
standing throughout the network.

� The water quality significantly improved after 6 months’ time
operation of the additional treatments;

� Remarkably, temporarily water quality deterioration with no
consumers effect was observed at the initial stage when the
quality-improved treated water distributed into the network at
T3-weeks, observed as a spike of total suspended solids (TSS,
50e260%), active biomass (ATP, 95e230%) and inorganic ele-
ments (e.g. Mn, 130e250%).

� Pyrosequencing results revealed sharp differences in microbial
community composition and structure for the bacteria associ-
ated with suspended particles between T0 and T3-weeks, which
re-stabilized after 6 months at T6-months.

� Though the transitional effects were captured, the study shows
that the introduction of softening and additional filtration did
not have an effect on water quality for the consumer which
improved considerably after 6-months’ period. The methodol-
ogy of monitoring suspended particles with MuPFiSs and
additional analysis is capable of detecting transitional effects by
monitoring the dynamics of suspended particles and its physi-
ochemical and microbiological composition.
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